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Section 1 
INTRODUCTION 

BACKGROUND 

Early History 

Reilly Tar and Chemical operated a coal tar distillatipn and 
wood preserving, plant in St. Louis Park, Minnesota between 
1918 and 1972. Reilly disposed of wastes from the operation 
in a network of ditches that discharged to a wetland adjacent 
to the operation. The wastes consisted of a mixture of many 
compounds, including a class of organic compounds known as 
Polynuclear Aromatic Hydrocarbons (PAH), some of which are 
carcinogenic. 

In 1932, the first St. Louis Park municipal well was construct­
ed. The well Was shut down after several weeks of operation 
because of complaints about odors.in the water. The odor 
was attributed to phenol in the water. 

Throughout the 1960's and through the early 1970's, the Min­
nesota Department of Health (MDH) and St. Louis Park monitored 
municipal, commercial, and industrial wells for phenol. 
Phenols impart a bad, taste to .water, but are not believed to 
pose a significant health hazard at low concentrations. 

In the mid 1970's, the MDH and Minnesota Pollution Control 
Agency (MPCA) became concerned about PAH compounds which are 
found in coal tar. 

Groundwater Investigations and.Well Closures 

In 1974, St. Louis.Park contracted with Gerald Sunde, a con­
sulting engineer, to investigate pathways for movement of 
contaminants in the"aquifers under the city. The consultant 
concluded that wells open to several aquifers provided a . , 
significant route for contaminant spread. 

In 1975, MPCA contracted with Barr Engineering Company to 
conduct a study to assess the extent and magnitude of the 
contamination. The study .concluded that the soil and shallow 
unconsolidated sandy aquifers near the old Reilly site were 
seriously.contaminated and were acting as a source of' contami­
nants to deeper bedrock aquifers. The report recommended a 
gradient control well network be implemented, heavily, contami­
nated soil be removed, and the hydrology of the area be further 
defined. 
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In July 1978, the MDH contracted with the U.S. Geological 
Survey (USGS) to better define groundwater flow and organic 
contaminant movement in the bedrock underlying St. Louis 
Park. Their interpretation of the rate and mechanism for 
contaminant movement was then used by E.A. Hickok and Associ­
ates in 1980 and 1981 when Hickok was contracted by the State 
to provide additional definition of a gradient control network 
and a soil removal program. 

Treatment Studies 

During the summer of 1979, St. Louis Park conducted several 
studies evaluating PAH removal using powdered activated carbon 
(PAC). The PAC was introduced at the well head (St. Louis 
Park No. 15) and removed on an existing sand filter (part of 
an iron removal system). The results of these efforts were 
promising, showing good PAH removal. 

In the spring of 1980, the city retained E.A. Hickok and 
Associates to evaluate and provide some preliminary cost 
estimates of various treatment alternatives [PAC, granular 
activated carbon (GAC), hydrogen peroxide, ultraviolet radi­
ation] and alternative water supplies (deeper wells). Again, 
results with the use of PAC and GAC showed effective PAH 
removal (up to 95 - 99 percent). The subsequent report indi­
cated that both GAC and PAC were effective at removing PAH. 
However, these studies were not designed to investigate break­
through times, optimum carbon doses, optimum carbon medium, 
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minimal contact times, and effectiveness for removal at various 
degrees of cont^ination. 

Remedial Action Plans 

An inveistigation and remedial action plan for the St. Louis 
Park groundwater contamination problem was completed by 
E.A. Hickok and Associates in November 1981. The remedial 
action plan included a recommendation for the implementation 
of a gradient control well network in St. Louis Park. The 
gradient control network would restrict the impact of contami­
nant migration by controlling groundwater flow in five aquifers. 

The Hickok report proposed several alternatives for gradient 
control under the site and further proposed three alternative 
discharge plans for water pumped from the, gradient control 
network. Two of the discharge alternatives proposed by Hickok 
included treatment of several gradient control wells for 
distribution in the St. Louis Park water supply system. The 
remainder of the gradient control wells in the first two 
alternatives would be discharged to the sanitary sewer system 
or to the Mississippi River. The final discharge alternative 
proposed discharge of all gradient control water to the Missi­
ssippi River. No costs for potable water supply were included 
in the third alternative. 

The USGS is developing a computer model of the area aquifers 
to predict the relative effectiveness of the various gradient 
control options proposed by Hickok. The model will be used 
to define groundwater flow and contaminant migration under 
several gradient control pumping schemes. Final definition 
of a gradient control network cannot be completed until the 
modelling efforts.are finished. 

PURPOSE OF STUDY 

In August 1982, MPCA contracted with CH2M HILL to complete 
this,evaluation of" groundwater treatment and potable water 
supply alternatives for St. Louis Park. 

The scope of this study was designed to fill in data gaps 
from previous studies and to provide sufficient information 
for the MPCA to select a groundwater treatment/potable water 
supply alternative for St. Louis Park., The scope of work 
was modified as the study progressed to compensate for new 
information and to effectively mesh this study with,other 
ongoing studies by iMPCA. 

The objectives of this study are summarized as follows; 

o Conduct a literature search and technology assess­
ment to summarize historical studies on the removal 
of PAH compounds and other coal tar derivatives 
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c 
from water. The purpose of this evaluation was to 
select appropriate technologies for bench-scale 
testing work. 

Collect and analyze water samples from several 
municipal water supply wells and groundwater moni­
toring wells in St. Louis Park. This sampling and 
analytical program supplemented historical data on 
groundwater quality and, in addition, included 
analysis for some compounds hot included in previ­
ous test work. 

Collect, and analyze water samples at various points 
in the existing iron removal treatment system located 
near SLP-15. The purpose of this task was to deter­
mine whether the unit processes used in the treatment 
system are effective in . the removal of PAH compounds 
and Other coal tar derivatives. 

Collect and analyze water Samples from nearby commun­
ities to compare water quality goals for St. Louis 
Park with other water,supplies in the area. 

Based on the results of the above tasks, select 
promising treatment technologies for bench-scale 
testing. Collect water samples from SLP-15 and 
perform bench-scale test work to determine which 
technologies effectively,remove PAH's and other, 
coal tar. derivatives. The objective of this test­
ing program was to determine whether potable water 
quality can be achieved by treating contaminated 
water from SLP-15. The MDH established the follow­
ing treatment goals for potable water: 

- 28 ng/l total concentration of carcinogenic 
PAH's 

.280 ng/l total concentration of "other" mea­
sured PAH'S 

Based on the results of the bench-scale testing 
work, evaluate the capital and O&M costs.of full-
scale- treatment systems usiiig technologies which 
were found viable in the. bench testing program. 
Select the most cost-effective technology for pilot-
scale testing. 

Conduct pilot-scale tests of the most cost-effective 
treatment technology. Scale up pilot testing results 
and formulate design criteria for a full-scale 
potable water treatment system. 
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o Develop water quality and quantity goals for restor-

Cing,potable water supply capacity to the city of 
St. Louis Park. The purpose of this task was to 
provide a basis for comparison of water supply 
alternatives. 

o Develop and evaluate water supply alternatives 
which will restore water supply capacity to the 
city of St. Louis Park. Prepare capital and O&M 
costs estimates for each alternative and discuss 
the relative advantages and disadvantages of each 
alternative considered. 

o Perfora a cost-effective analysis of the water 
supply alternatives. Prepare a recommendation for 
implementation based on cost and technical consi­
derations. 

o Prepare a conceptual design and Order-of-Magnitude 
capital and O&M cost estimates for the full-sCale 
system. 

As the study progressed, the results of individual elements 
of the work scope were summarized in technical memoranda. 
These technical memoranda were used as working documents 
throughout the study and are included in Volume 2 of this 
report. 

This report represents, a brief synopsis of information con­
tained in the technical memoranda. 

SUMMARY AND CONCLUSIONS 

The findings of this study are summarized as follows: 

1. A literature search and assessment of technologies was 
conducted to screen potentially applicable technologies 
for removal of PAH's and other coal tar derivations 
from groundwater. The following technologies were select­
ed as most appropriate for bench-scale test work: 

o Oxidation Processes 

Ozone (O3) 
Ozone/Ultraviolet (O3/UV) 
Hydrogen Peroxide (H^Oj) 
Hydrogen Peroxide/Ultraviolet (HjOj/UV) 
Chlorine (CI,) 
Chlorine Dioxide (CIO,) 

o Adsorption Processes 

Granular Activated Carbon (GAC) 
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Macroreticular Resin 

o Membrane Processes 

- Reverse Osmosis (Ro) 
- Ultrafiltration (U.F.) 

2. A nvimber of principal wells and monitoring wells in and 
around St. Louis Park were sampled and analyzed for PAH 
and other coal tar disrivative compounds. Analytical 
results are compared to historical test work by other 
researchers. 

3. SLP-15 was started up and well water was passed through 
the existing iron removal treatment system in September 
1982. Water samples were obtained at various points in 
the treatment system and analyzed for PAH's. Eighty 
percent removal,of PAH's was measured across the system, 

' but effluent did not meet MDH's treatment goal of 280 ng/1 
total "other" PAH's, Based on the results of this first 
onsite test, additional bench-scale test work was recom­
mended to- assess the PAH removal efficiency of aeration, 
chlOrination, filtration, and flocculation. 

4. Bench-scale tests indicated that the unit operations 
employed at the existing treatment system were ineffec­
tive in removing most PAH compounds. To resolve the 
discrepancies between the first onsite test and the 
bench-scale results, a second onsite test was conducted 
in December 1982. The results of the second.onsite; 
test corresponded well with bench-scale results. It 
was.concluded that the unit operations employed at the 
existing treatment system are, not adequate to provide 
PAH removals for a potable water treatment system at 
SLP-15; 

5. Water samples were obtained at various points in the 
potable water supply and distribution systems in St. Louis 
Park and three surrounding communities, and analyzed 
for PAH and other coal tar derivative compounds. St. Louis 
Park's existing water quality is comparable with'that 
found in surrounding communities. 

6. A series of bench-scale tests were conducted using water 
from SLP-15. The pu^ose of the bench-scale testing 
program was to identify a cost-effective water treatment 
technology to achieve acceptable removals of PAH and 
other coal tar derivative compounds. The bench-scale 
testis were conducted in'two rounds: 

o Round 1 was conducted under very conservative condi­
tions (high dosages, long retention times, etc.) 
to quickly determine whether a given technology 
could achieve compliance with treatment goals. 
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o Round 2 was conducted only on technologies which 
met the treatment goals in the first round tests 
and was designed to refine probable operating 
conditions. 

7. Only three technologies tested during the bench-scale 
testing program met the MpH treatment goals; 

o Granular Activated Carbon (GAG) 
o Ozone/Ultraviolet (Oj/UV) 
o Hydrogen Peroxide/Ultraviolet (H^Oj/UV) 

8. Conceptual designs were prepared for full-scale treat­
ment systems using each of the above technologies. 
Comparative capital and annual O&M costs were estimated 
for each system, as well as a discussion of the 
features of each system. Based on both cost "^d ' 
technological considerations, GAC was selected for 
pilot-scale testing. 

9. A 42-day pilot-scale.test of GAC was conducted at SLP-15. 
Based on the results of the pilot test, design criteria 
were developed for a full-scale GAC treatment system at 
SLP-15. The pilot-scale.test was adequate to provide 
system design criteria, but could not be run long enough 
to accurately define carbon adsorption capacity in a 
full-scale system. Based on information gained in bench-
and pilot-scale testing, a range for expected carbon 
adsorption capacity was developed. 

10. To provide a common basis for evaluating water supply 
alternatives for St. Louis Park, the following objectives 
were established for each alternative under consideration; 

o . Total supply capacity of 3,400 gpm 

1,200 gpm year-round usage 
2,200 gpm "peaking" usage, three weeks per 
year 

- Restore pre-1978 capacity 

o Water quality equivalent to pre-1978 water quality 
in St. Louis Park 

11. Three water supply alternatives were identified: 

o Alternative No. 1 - Treat SLP-15 (with GAC) for 
Potable Supply and Start Up SLP-7 and -9. 

o Alternative No. 2 - Install Interconnection with 
City of Minneapolis Water Distribution System. 

o Alternative No. 3 - Install Wells in Mt. Simon/ 
Hinckley Aquifer. 
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12. Capital and annual O&M cost estimates were prepared for 
each alternative. Relative advantages and disadvantages 
of each system are discussed. The costs of the.three 
alternatives are summarized as follows: 

Amoritized Annual Total 
Alter- Capital Capital O&M Annual 
native Cost Cost ^Cost Cost 

1 $ 761,000 $76,800 $152,100 . $228,900-
to 275,-000 to 302,500 

2 250,000 25,200 835,000 858,200 

3 1,870,000 188,700 122,000 310,700 

13. Alternative"No. 1. - Treatment of SLP-15 'for Potable 
Supply ;and Start Up SLP-7- and -9 is recommended for 
implementation a't St. LOuis Park. 

In.addition to being, the most cost-effective alternative 
for restoration of.-water supply capacity to St. Louis 
Park,; the recommended alternative: 

o Provides gradient control benefits;to prevent migra­
tion of -the contaminant plume. 

o Provides for treatment and beneficial use of conta­
minated groundwater." 

14. A conceptual design is presented for the recommended 
GAC treatment system.at SLP-15. 
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Section 2 
, LITERATURE SEARCH. AND TECHNOLOGY ASSESSMENT 

CH2M HILL conducted a search of technical literature for 
information to assess technologies which are applicable for 
the removal of PAH compounds and other coal tar derivatives 
from groundwater, 

LITERATURE SEARCH 

The literature search was conducted through both CH2M HILL's 
in-house technical library and two computerized data bases. 
The in-house literature search produced articles from recent 
technical journals, as well as selected publications from 
the U.S. EPA. 

The. computerized literature search was conducted by specify­
ing key words,and/or combinations of key words, e.g., "poly-
nuclear aromatic hydrocarbons," "aromatic amine," "wood preser­
vatives," etc. 

This search produced approximately 280 sources. Each source 
included an iaijstract which was reviewed to determine if the 
literature was relevant to the Situation at St. Louis Park. 
After review of the cd>stracts, 41 sources were reviewed in 
complete form, either as copies of articles or bound reports. 
Unless the",articles related directly to treatment/removal of 
PAH's, they were not included in the bibliography.prepared 
as part of the literature review. 

In addition to the literature searches, equipment and chemi­
cal manufacturers were contacted for information relevant to 
the St. Louis -Park situation. 

TECHNOLOGY ASSESSMENT 

Information collected during the literature search indicates 
that, numerous types of water treatment technologies have 
been evaluated for PAH removal/destruction. In addition to 
technologies, tested by others, GH2M HILL evaluated several 
technologies that have been, or could be, used to remove 
organics from water. This review, was intended to summarize 
pertinent features ..of water treatm.ent technologies and to 
describe the rationale for the selection of technologies for 
bench-scale testing. 

Selected features of the water treatment technologies evalu­
ated for St. Louis Park are summarized in Table 2-1 and de­
scribed in the following paragraphs. 
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TAIIIC 2-1 
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f (iM PlfWlVAI. or PAM AM) (ITIIIK ( OAL TAP Dl.MIVATIVC ( (MPOUNUS I1HM nfaUMMATai 

Tre»t»ent ftoc^aa . 

Type and Description 

Hiyalcal/Chealcal Seperetloo 

o Alua or LIM Preclpllallon 

Range of to-

ported ElMiient Protidttlllly of 

Coopleilly Concentratlona Achlevaljle low Relative 

of Etiulp- of Selected PAH ng/l PAH Capital 

Required Coepounda ConcenIrat lone : Coat 

Relative 

OlN Coat 

tolentlal 
Operating 
Probleoa . 

Tppea and Relative 

Voiuaee of 

Realduea Generated 

forge Voluse of Preclpl-

tetlon 6lud^ Requiring 
DIapoaal 

Not Rppllcable to Trace Organic 

Renoval 

o Plltiatlon 

o Air Stripping Nil 

Moderate Moderate Urge Voluaa of Backwaah 

wator and SolIda Requir­

ing DIapoaal 

Hot AppllcaDia to Soluble Organic 

Reeoval 

Modarata Release of Vapor Potontlal Air Contaalna- :llot Appllcablo to Trace low Vola-
Bearlng Off Geaea lion ttlltp teganic Reooval 

o Solvant Ealracllon Nlqh High Boivenl Separation Dlluto Conlaolnolod Sol- Applicable only to Giooa Sapara-

and Handling vent Requiring.Traalnent tlen of prganlcaj No Known Appll-

or DIapoaal catlona for Drinking Mater 

Treatnent 

AdsoiptIon 

o Granular Activated Carbon 

IGACI 

<.1.0 ug/l to 

- < 1.0 ng/l 
High Hoderata Selectiva Conpound Spent Carbon Requiring Adsorpiloo/Daaorpllon or ''Cliioa-

Rreakthrougb DIapoaal or Rcgeneretloo atograpblc Bff^* toy Allow 

lolf.itel Earlr Bruktbraufh 

o Powdered Activated Carbon (see GAG) High Moderate Hodcrete Separation and DIa- Spent Carbon Requiring 

poaal of Carbon Disposal 

Re<^lrea Separation Technolgy 

t 
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o Nonlonlc tocroatlcular Realn Hoderata *100% Reooval* Moderate 

Reported (see teit) to High 

o Ion Cachange Ht>derate 

Chealcal Ovldatlon 

o Otone High t3.0 ug/l 

o Hydrogen Parotide Low 

Moderate Resin Regeneration Dilute Regenerate Solutioo Navar Applied to fbll-Scala 

and Treatneni of . utlon Requiring Treatnent Treatnent Syatca 

Ragonerant 

Hoderata Hoderata 

High High Potential Genera­

tion of Toilc Re­

action Product a 

low High Potential Genera­

tion of TOHIC Re­

action Products 

tot Applicable to tonpolar Or­
ganic Coapounda 

BentaUIPyraiw toportad Realatant 

to 0. 

Reaction Cbcalatry Sinllar to 

Osona 

o Chlorine- Moderate rl.O ug/l Low Modulate Moderate Potciillal Genera­

tion of Toalc Re­

act lun Producta 

Chlorlnallon Ganaralas Chloio-

Substllulad.PAH Co^ouiHls 

<il.T.?n/n-l 
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Tttlilfl 3-1 (ConI Iniittd) 

Treataeni Procesa 

Type and DcacripUon 

CoapUalty 

of Equlp-

Rfqulted 

Range of Re­

potted Affluent 

Concentrations 

of Selected PAH 

Coapounda 

Probability of 

Achievable Lov ftelatlva 

ng/1 PAH Capital 

Concent ratlona Cost 

Relative 

CAM Coat 

fHiteollal 

Operating 

Probleas 

Types and Relative 

VoluacB of 

Realduea Generated 

o Ctilorlde DIoalde High < 0.01 ug/1 High Gaa Reported React­

ive and Unstable. 

Potential CcneratloQ 

of Toalc Reaction 

Producta 

Chlorloatloo Oildatlon Generates 

Cbloro-Substltuted PAH CoauMMinds 

O Utone alth UV High ftl.O ug/1 

o Hydrogen Peroatde alth UV High < loi i»g/l 

High 

High 

High 

High 

High 

High 

Potciillai Generetioo 

of Toalc Reaction 

Products 

Potential Generation 

of Toalc Reaction 

Producta 

UV Radiation Reporlediy Reduces 

Rasctlon Tins Ragulred Conpsred 

to Oioiis Alone 

UV Radlsilon ProMtes Hydroayl 

Rsdlcsl Pornatlon 

Heetorane Separation 

o Reverse Oseosla High High High Heabrane Fouling Hodorate to High VolUM 

Reject Streae Requiring 

Separate Treatncnt 

Prelreetnent Required to Hlnlnlie 

Heabrane Fouling. No Operating 
Data on PAH Renoval Available 

o Ultiatlltratlofi High Hodeiatc Moderate Hc-elirane Fouling Snail VoluM Reject Streai 

Roqulilng Separate Treat-

nent 

Low Probability of Renoving PAH'a 
but Offera 81gnllleant Pioreas 
Advantagea 

o Clectrodlalyala A Dialysis ' High High High Not Applicable to Honpolar 

Organic Conpounda 

Bloioglcai Trcalncnt 

o Activated Sludge and Stellar Moderate 

Hlological PrncesRes 

O.ie to 0.04 ug/1 

U.t-it.uatei Tieal-

B.rnt AppMcAtiuiia 

Moderate Canttot Operate on 

l»w Concent I atInni 

Organic to Hastewaler 

A(<pllcal>lo 

(kily 

Significant Volun 

Uaate BloliDglcal 

Growth 

of Not Applicable lo Low Organic 

Potable Ualer Trsstnant 
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Physical/Chemical Separation 

Chemical precipitation with alum or lime is generally used 
for the removal of suspended solids and certain ionic chemi­
cals from water; There are several reports of some PAH re­
moval by alum or lime precipitation followed by settling and 
filtration. In these cases, PAH removal probably occurs by 
adsorption of the orgcuiic molecules to the inorganic precipi­
tate and/or removal of PAH's associated with particulates. 
Alum or lime precipitation is not considered applicable to . 
the removal of trace organics dissolved in groundwater. 
However, chemical precipitation could potentially be required 
as part of a pretreatment process upstream of other unit 
operations. 

Similarly, filtration, alone or following chemical precipi­
tation, is not applicable to the removal of trace soluble 
organics, but might be considered as a treatment process^ tP, 
remove the fraction of PAH's associated with particulates. ^ 
Filtration might also be considered in combination with an 
adsorption process where it might be used to separate adsor­
bent from the treated water. 

Air stripping is used to separate relatively volatile pollu^ 
tants from' dilute water solutions. ' Air stripping has been 
used for industrial wastewater treatment on pollutants such 
as phenols, mercaptans, and chlorinated hydrocarbons. From 
an examination of the vapor pressure and Henry's constants 
for PAH's, however, it is clear that the majority of PAH 
compounds, especially the carcinogenic species, are not easily 
removed by air stripping. Therefore, air stripping was not 
considered applicable for the removal of trace, low-volatility 
organics and was not considered further. 

Solvent extraction dissolves organic pollutants from water 
by mixing the water with an organic solvent into which the 
pollutant will preferentially dissolve or partition. Sol­
vent extraction is economically feasible in cases where reco­
very of a~ valuable product is possible but has never been 
applied to water supply treatment. This technology was drop­
ped from further consideration. 

"Adsorption 

Activated carbon has found widespread application in the 
treatment of drinking water for the removal of trace concen­
trations of organics. Generally,, activated carbon is most 
effective for organic pollutants having high molecular weight, 
and low water solubility, polarity, and degree of ionization. 
It has been reported as an effective adsorbent for polynuclear 
aromatic hydrocarbons. 

Numerous studies have reported data on the performance of 
activated carbon for removal of pure compounds dissolved in 
clean water. However, the performance of activated carbon 
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for mixtures of organic pollutants is somewhat unpredictable 
because of preferential or competitive adsorption behavior. 

Activated carbon is available in granular or powdered form. 
The major difference between powdered and granular activated 
carbon is the equipment required to handle the carbon. Unlike 
granular activated carbon, which is held within a contacting 
COIvimn, powdered activated carbon (PAC) is mixed into the 
flowing water stream and requires a separation process such 
as sedimentation to remove the carbon from the treated water. 
Furthermore, more powdered carbon is required to achieve the 
Scune removals that granular activated carbon achieves. Granu­
lar activated carbon has been the siibject of a great deal of 
research for the removal of PAH's and was considered to have 
a high likelihood of achieving desired effluent goals. 

Although PAC had been tested by previous researchers, CH2M HILL 
elected to concentrate on GAG in this study. This was done 
because; 

o Application of PAC directly to sand filters (as 
was done in the brief, pilot studies) is inadvisable 
in a pei^anent installation because: 

- increased head loss across the filters 
decreased run time between filter bacJcwashes 
potential carbon pass-through to the distribu­
tion system 
backwash carbon could potentially cause plug­
ging problems if discharged to the sewer (as 
is done with existing, filter backwash) 

A full-scale PAC system would, therefore, require: 

- carbon slurry and feed system 
- carbon contact tank, with mixer 

carbon clarifier 
potentially a flocculant mixing and feed sys­
tem to enhance carbon sedimentation 

- spent carbon slurry pumps and disposal system 
booster pump station 

. o In comparison to a full-scale GAC system, a PAC 
system: 

would be roughly comparable in capital, cost 
would have higher carbon costs to achieve the 
same removal of PAH's 
has more operator duties (mixing carbon, mixing 
flocculent, pump adjustments, etc.) 
has more pieceis of equipment requiring mainten­
ance 
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is more prone to operator error (i.e., forget­
ting to mix carbon or flocculant) 
would require more frequent analysis of effluent 
water quality 
could generate plugging/abrasion problems in • 
pump emd/or piping 
would probably require flocculant, thereby 
increasing d&M cost 

Synthetic resins are also used to separate organic compounds 
from water. These resins are typically a hydrophobic mate­
rial such as a polystyrene corpolymer which is very porous 
and adsorbs nonionic arid relatively insoluble organic pol­
lutants such as PAH compounds and other aromatic organics. 
When the resin capacity is exhausted, the resin must be rege­
nerated chemically or discarded. Although these resins are 
chemically similar to'ion exchange resins, they are nonionic. 

Ion exchange processes utilize charged resins to preferentially 
remove ionic species. Removal of specific ions depends on 
resin chemistry and regeneration methods. Ion exchange, as 
such, is not applicable because PAH compounds are. nonionic 
and relatively nonpolar. 

Chemical Oxidation 

Chemical oxidation of organics in water involves a chemical 
reaction between the organic molecule.and. an oxidizing chemi­
cal. The reaction may oxidize the original organic molecule 
to a harmless compound, or may generate a different compounds, 
possibly even more toxic than the original material, depending 
on the original.molecule, the type of oxidant used, and reac­
tion conditions. 

Ozone (0-) is the triatomic form of oxygen (O^). Ozone's 
chemical structure is _inherently unstable and results in 
powerful oxidizing potential. Ozone has approximately 1.5 
times the oxidizing potential of chlorine. , Oxidation of 
organics iri water by ozone is normally carried out in a con­
tact tank similar to a chlorine contact basin in which ozone' 
is bubbled through a dififuser system. 

Recent developments in ozone-generating equipment have reduced 
operating costs of ozonation to near that of other chemical 
oxidants, but capital costs associated with an ozonation 
system are high. Ozone must be generated at the point of 
use. • 

Hydrogen peroxide (HjO,) is a strong oxidant frequently 
used in the chemical industry and in waste treatment. The 
effectiveriess of hydrogen peroxide on organics other than 
phenol is .not well reported. 
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Chlorine (CIJ) is perhaps the most commonly used oxidizing 
agent for wastewater treatment in the United States. The 
technology of chlorine shipment, handling, measurement, and 
application is well established and relatively reliable. 
PAH reitiovals have been reported in a number of full-scale 
water treatment plants employing chlorination. Available 
data, however, do not define how much of the removal is attri­
butable to physical removal of solids rather than oxidation 
of soluble PAH's. 

The use of chlorine to oxidize PAH compounds may generate a 
variety of chlorinated aromatic and aliphatic compounds. 
These oxidation end-products may also require removal be­
cause of their known or suspected toxicity. 

Chlorine dioxide has been used experimentally to oxidize PAH 
and phenolic compounds in water. Chlorine dioxide is an 
unstable gas which, like ozone, must be generated onsite. 
Several chlorinated reaction products have been identified 
from the oxidation reaction of PAH compounds with CIO,. 

Ozone has been used in combination with ultraviolet (UV) 
radiation for oxidation of organics in water. The UV radia­
tion enhances the formation of chemical species which have a 
higher oxidation potential than ozone alone. This technology 
was -judged to have the potential of being .superior to ozone 
in oxidation performance while retaining the advantage over 
chlorine of no formation of chlorinated reaction products. 

Oxidation of organics in wastewater by hydrogen peroxide 
(HjOj) and UV radiation has also been reported. A propriet­
ary process by Enercol, Inc., utilizes cavitational shock, 
an organic catalyst, and UV radiation to form.hydroxyl radi­
cals (OH*) from hydrogen peroxide. The hydroxyl radicals 
are a very powerful Oxidizing - species which react with organic 
molecules, especially by reaction with single hydrogens on 
the carbon chain or ring. No specific performance data .on 
the oxidation of PAH compounds with this process are avail­
able. Like ozone, hydrogen peroxide with UV radiation was 
judged to have the potential of being an effective oxidizing 
system without the problem of chlorinated reaction products. 

Other oxidants include perm.anganate, chromate, bromine , and 
persulfuric acid. None of these chemicals were considered 
suitable for further investigation. 

Membrane Separation 

Several membrane processes were reviewed. Reverse osmosis 
(RO) involves the application of external pressure to a solu­
tion in contact with a semipermeable membrane. The pressure 
forces water through the membrane while soluble and insoluble 
constituents such as organic molecules are excluded or 
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"rejected." Reverse osmosis may be thought of as an extremely 
fine filter which allows water and similar small molecules 
to pass but retains larger molecules dissolved in the solution. 

Reverse osmosis has been reported in the literature to re­
move a wide variety of soluble organics from water. No data 
were found to document removal rates for PAH's, but based on 
the size of PAH molecules, it is likely that removal rates 
would be high, RO is a proven technology in use for both 
industrial production and waste treatment. 

Ultrafiltration is similar to reverse osmosis except that 
the membrane pores are larger and the operating pressures 
are lower. No reports of ultrafiltration applications for 
the removal of trace organics could be found. Based on pore 
size, ultrafiltration is not likely to.be effective on dis­
solved PAHmolecules, which have an approximate molecular 
size of 10 mm. Unless the PAH molecules agglomerate and 
form micelles, PAH compounds are likely to pass through the 
ultrafiltration membrane. However, ultrafiltration does 
offer the process advantage of a small "reject" water flow 
relative to RO. 

Electrodialysis and dialysis are both membrane separation 
processes. In electrodialysis, the membrane acts as a selec­
tive separation barrier or "sieve" while the driving force 
is electric potential. Electrodialysis is applicable . for 
separation of charged ions but is not applicable for the 
separation of nonionic organic,compounds. In dialysis, the 
membrane also acts as a selective solute barrier while the 
driving force is a concentration difference. Dialysis is 
applied where large concentration differences can be set up 
to recover relatively small ions or molecules, not for separa­
tion of extremely dilute, high molecular weight organic com­
pounds. 

Biological Treatment 

Activated sludge is a commonly used method of wastewater 
treatment. It consists of a mass of various microorganisms, 
clustered in small particles, and suspended in aerated waste­
water, which consume organic matter in the wastewater. Acti­
vated sludge is not applicable for St. Louis Park because 
the. concentration of organics in the water is far too low to 
support the quantity of organisms required to operate a treat­
ment system. 

SELECTION OF TECHNOLOGIES FOR BENCH-SCALE TESTING 

Technologies selected for bench-scale testing were divided 
into three categories; 
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o Category 1. Demonstrated technologies with high 
probability of success and-no known reaction prod­
ucts requiring treatment. 

o Category 2. Demonstrated technologies with good 
probability of success but yielding reaction prod-
uctis or residue requiring further treatment. 

o Category 3. Attractive technologies, not demon­
strated, with a low probability of success but 
major potential process advantages. 

Category 1 Technologies 

These technologies include oxidation and adsorption processes. 

Oxidation 

Ozone and hydrogen peroxide,•both alone and with ultraviolet 
radiation were considered•for bench-scale testing. Both 
oxidation processes have been shown to oxidize organics dis­
solved in water. Further, neither technology produces chlori­
nated reaction products which .could require further treatment. 
These oxidation systems may produce other reaction products, 
of which the toxicity is not presently known or reported. . 

Adsorption 

Granular activated carbon is known to remove PAH's from water. 
Thermal regeneration of,granular activated carbon destroys 
adsorbed organics and yields- a carbon ready for reuse with­
out generating a residue or sludge requiring further treatment. 

Category 2 Technologies 

These technologies-include oxidation, membrane separation 
and adsorption processes. 

Oxidation 

Category 2 oxidation processes considered for bench-scale 
testing were chlorination and chlorine dioxide. Both proces­
ses are known to oxidize PAH compounds. However, both reac­
tion processes are also known to produce a variety of chlori­
nated reaction products which may also be toxic and require 
further treatment for removal. 

Membrane Separation 

Reverse osmosis (RO) was considered in Category 2 because it 
is;likely to work but generates a relatively concentrated 
waste or "reject" stream which contains the organic .pollut­
ants, and may be as large as 20 percent of the total flow 
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through the treatment system. If conventional oxidation and 
adsorption technologies achieve adequate PAH removals, RO 
was judged to be too expensive for further consideration. 

Adsorption 

The /adsorption technology selected in Category 2 was synthetic 
resin adsorption, which is reported to be effective in remov­
ing high concentrations of PAH compounds. However, resins 
require either.disposal or regeneration after their adsorptive 
capacity is exhaiisfted. Regeneration requires a solvent to 
remove adsorbed organics. This regenerant constitutes a 
contaminated residue requiring final disposal. 

Category 3 Technologies 

Under Category 3, the only technology considered was ultrafil­
tration. As discussed previously, ultrafiltration is not 
•likely to be effective on dissolved P^ molecules which have 
an approximate molecular size of 10 mm. However, ultrafil­
tration generates a very small "reject" stream relative to 
RO. If ultrafiltration at the smallest pore size is, effective, 
it would present the advantage of a smaller "reject" stream 
than RO. 

Since bench testing of ultrafiltration is performed using 
the same general test apparatus as RO, it appeared prudent 
to run some tests of ultrafiltration even though the proba­
bility of success was judged to be low. 

' REFERENCES 

Material discussed in this section is presented in detail in 
Technical Memorandum A/B. Specific recommendations for bench-
scale testing work .are included in Technical Memorandum F. 

GLT233/13 
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Section 3 
WELL SAMPLING AND ANALYSIS PROGRAM 

ANALYTICAL METHODOLOGY 

Groundwater under St. Louis Park contains trace concentra­
tions of Polynuclear Aromatic Hydrocarbons (PAH) and other 
coal tar derivative compounds. The degree of groundwater 
contcunination in various municipal and/or monitoring wells 
ranges from a few nanograms per liter (parts per trillion) 
to several micrograms per liter-(parts per billion). One 
monitoring well located in the bog area south of the former 
Reilly site contains several thousand milligrams per liter 
(parts per million) of PAH compounds. 

Since 1978, when the MDH began a very sensitive groundwater 
analysis using High Performance Liquid Chromatography (HPLC), 
a number of researchers have measured PAH compounds in ground­
water samples from the St. Louis Park area. Prior to this 
study, analytical work was conducted with HPLC and Selective 
Ion Monitoring (SIM) techniques using Gas Chromatography/Mass 
Spectroscopy (GC/MS). Both of these techniques yield detec­
tion limits of parts per trillion for specific compounds., 
but analyses were limited to specific compounds "targeted" 
by the various laboratories. During the course of histori­
cal test work, different compounds have been "targeted" by 
different laboratories. 

During the early phases of this study, CH2M HILL developed a 
modified GC/MS testing protocol which permits identification 
of,all base neutral compounds in the low nanogram per liter 
range. The'method developed is a modification of EPA 
Method 625 and is described in detail in Technical Memoran­
dum C in Volume 2 of this report. 

Before analytical test work was begun on water samples from 
St. Louis park, CH2M HILL's laboratory conducted a Method 
Validation,Study under, the direction of EPA's Environmental 
Monitoring, and Support Laboratory in Cincinnati, Ohio. This 
study confirmed the validity of the new test procedures and 
established Method Detection Limits (MDL) fbr a number of 
compounds to be targeted by CH2M HILL, during this study. 
The list of target.compounds was established by MPCA and EPA 
prior , to .the Method. Validation Study and includes six carcino­
genic PAH, 14 "other" PAH, five nitrogen heterocycles, one 
sulfur heterocycle, and three miscellaneous compounds. 

Chromatpgrams from all analyses conducted during this study 
are permanently filed for recall on CH2M HILL's computer; 
If quantification of nontarget compounds is desired at some 
future date, method detection limits can be established for 
additional compounds and the tapes recalled for analysis. 
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(On two occasions during this study# tentative identifica- y 
tions were made of all major nontarget peaks in chromatograms. 
See Technical Memorandum D.) (UA 

WELL SAMPLING AND ANALYSIS ' ' 

St. Louis Park is underlain by a number of aquifers. Figure 3-1 
illustrates the stratigraphic sequence in the area. Figures 3-2, 
3-3, and 3-4, illustrate the locations of wells sampled and. 
analyzed by CH2M HILL during this study. 

During each of two sampling rounds, water samples were drawn 
from each well (monitoring Well No. VJ13, located in the bog 
area south of the Reilly Site was sampled only in the first 
round) and shipped to CH2M HILL's laboratory in Montgomery, 
Alabama. 

Additional samples were obtained from SLP-15 during analysis 
of the existing iron removal system and during bench- and 
pilot-scale test work, as described in Sections 4, 6, and 8. 

All well water samples were analyzed for the base neutral 
compounds listed- in Technical;Memorandum C. Following the } 
first round of sampling, three^aromatic amines (aniline, —^ 
l-aminonaphthalene, and 2-aminobyphenyl) and one oxygen heter-
ocyde (dibenzofuran) were added to the list of compounds 
targeted iii analysis. 

In addition to PAH analyses, several well water samples were 
analyzed for acid fraction compounds, total organic carbon, 
volatile compounds, and selected inorganic compounds. Acid 
and volatile compounds were generally absent. TOC in well 
water samples ranged from 4 to 10 mg/1. The concentrations 
of inorganic compounds were comparable with historical tests 
in the area. These miscellaneous tests are described in 
detail in Technical Memorandum D. 

MPCA provided CH2M HILL with all available historical PAH 
analyses on water samples from the same wells sampled during 
this study. In addition, several analyses were conducted by 
EPA and/or Monsanto on samples split with CH2M HILL. All 
analyses were summarized in chronological order to compare 
CH2I-5 HILL'S results with historical test work and to assess 
trends in water quality. These data summaries are presented 
in Attachment D-4 in Technical Memorandum D. 

Due to differences in testing procedures, it is inappropriate 
to directly compare CH2M HILL's analytical results with those 
of other laboratories,, especially when comparing total detected 
concentrations of PAH compounds. Where specific compounds 
are reported by several laboratories, however, the results 
can be compared, subject to differences in testing proce­
dures. Available data indicates that the analytical 
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technique used by CH2M HILL yields similar results to those 
reported by other laboratories. The data suggest that HPLC 
techniques are more sensitive to high molecular weight com- ^ 
pounds and less sensitive to the low molecular weight comr: 
pounds. Data: from other laboratories using SIM GC/MS tech­
niques are similar to those reported by CH2M HILL, especially 
if data are corrected for percent recovery of surrogate spik­
ing compounds. 

Table 3-1 summarizes well water PAH analyses conducted by 
CH2M HILL during this study. Whenever data obtained during 
this study are substantially different than historical data, 
a discussion of water quality trends is included. 

REFERENCES 

The material discussed in this section are presented in detail 
in Technical Memoranda C and D. 
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Table 3-1 
WELL SAMPLING DATA SUMMARY 

(CII2M HILL Data Only) 

Well No. Aquifer 

No. Samples 
Analyzed 

by CII2H HILL 

CH2M HILL DATA ONLY 
Carcinogenic PAH'a, hg/l- Total Other PAH's 
Low HlBh AveraRe Low High AveraRe ComnienCa 

W2 

W13 

Middle Drift 

Middle Drift 1.6 X 10 
8 

18 32 25 Concentrations are lower than reported by 
MRl in February 1981. This well is rela­
tively uncontaminated. 

' 9 
2.6 X 10 Water in this well (located in the bog area 

south of the Reilley site) is extremely 
contaminated. Liquid pumped from well is a 
2-phase mixture of water and cresote-like 
material. 

WlOO Platteville 

Hopkins 3 Prairie du 
Cherfn (e^ 
Jordan 

2.5 

0 

1.25 0 19.2 

0 63.1 111.7 

9.6 No contamination is apparent in this well. 

87.<t This well appears to be relatively clean 
with only minor concentrations of PAH's 
(no carcingens). Concentrations of PAH!s 
are substantially lower than detected in 
early 1981 when the well was shut down. 

SLP-4 

o 

O 

Prairie du 
Chii^n 
Jordan 

222 436 319 PAH concentrations were relatively stable 
from 5/82 through 11/82. The well is con-

^ taminated slightly above MDH goal of 280 
ng/1 total "other" PAH's. This well does 
not have an iron removal system, but could 
potentially be started up and meet treat­
ment goals if an iron removal system were 
installed and excess 01^ (or ozone) used 
as an oxidant, (see tech memos E and H 
for PAH removal by oxidation.) Startup 
of this well, however, would not meet 
water supply goals (see tech memo 0/P) 
without supplemental supplies of water 
for peaking capacity. 

GLT207/65-3 

'• .J 



Table 3-1 (Continued) 

Well No. Aquifer 

No. Snniplen 
Analyzed 

by CII2M HILL 

CII7H HILL DATA ONLY 
CarclnoRcnlc PAH'a, ng/1 

Low lllRh Average 
Total Other PAH's 

Low High Average Coimnehta 

SLP-5 Prairie du 
aieln 
Jordan 

0 3,253 17,A16 10,335 CH2H HILL's analyses, as well as historical 
analyses Indicate wide fluctuations In water 
quality at this well. This could be due to 
Its proximity to the site and varied 
stresses on the aquifer. Insufficient In­
formation Is available to draw conclusions. 

SLP-7 Prairie du 
Ch^n 
Jordan 

75.4 122.9 101 This well does not appear to be heavily 
contaminated at this time. Only one histor­
ical analysis (7/81) exceeded MDH water 
quality goals. 

SLP-9 Prairie du 
Ch^n 
Jordan 

50.6 91.2 73 This well does not appear to be heavily con­
taminated. No historical analyses have 

• exceeded MDH water quality goals. 

SLP-15 Prairie du 
Cheln 
Jordan 

15 34 21.5 5,089 8,184 7,047 Hiis well cxiilbltcd high and fairly uniform 
levels of PAH throughout the period of this 
study. The lowest PAH concentrations were 
measured on the 2nd day of a pump test by 
ERT, the highest concentrations during CH2M 
HILL'S pilot studies when pumping rates were 
very low. 

W70 Prairie du 
Cheln 
Jordan 

0 16.6 8.4 2,070 2,221 2,145 This well exhibited moderate and stable con­
centrations of PAH contamination. 

•c. 

o 

W112 Prairie du 
Cheln 
Jordan 

GLT207/65-4 

33 79 56 This well Is only slightly contaminated 
with PAH's. 
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• Bl Section 4 
•B! EVALUATION OF EXISTING WATER TREATMENT SYSTEM AT SLP-15 

BACKGROUND 

Two of the municipal wells in St. Louis Park (SLP-10 and 
-15) which have been shut down were formerly served by an 
iron removal water treatment plant. 

Figure 4-1 illustrates a simplified schematic treatment pro­
cess at the water treatment system at SLP-15 (and SLP-10). 
The iron removal facility is currently operational, serving 
SLP-3 and SLP-11 which are not contaminated with PAH's. 

One of the goals of this study was to determine whether the 
unit processes employed at the existing treatment plant (chlor-
ination, aeration, flocculation, filtration) are effective 
in removing PAH compounds. 

FIRST ROUND ONSITE TREATMENT INVESTIGATION 

On September 15, 1982, SLP-15 was started up and contaminated 
water was passed through the treatment system (SLP-3 and -11 
were shut down for the duration of the test). Grab samples 
at intermediate points in the treatment system were obtained 
for analysis. 

Table 4-1 illustrates PAH concentrations found during this 
round of testing. . 

The laboratory staff reported that two of the samples "con- ^ ̂  
tained considerable particulate matter which had the appear-
ance of carbon." (Powdered activated carbon (PAC) has been \ 
injected at SLP-15 several times in the past, but had not. 
been added for some time prior to this test. SLP-11 discharges 
into the same pipeline as SLP-15 and had been run continuously 
since the last PAC addition.) Although'it is possible that 
the particulates noted by the laboratory staff were carbon, 
no explanation is readily apparent for why it appeared during 
this test. 

The first round of investigation of the existing iron removal 
system at SLP-15 was very promising. Although the MDH goal 
of 280 ng/1 total "other" PAH"s was not met, approximately 
80 percent removal of PAH compounds was measured across the 
system. 

BENCH-SCALE TESTS 

After the first round of investigation at the existing treat­
ment system at SLP-15, CH2M HILL recommended additional bench-
scale tests to define the mechanism of PAH removal in the 
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Table 4-1 
f FIRST ROUND ONSITE: INVESTIGATION 
^ EXISTING TREATMENT SYSTEM AT SLP-15 

Total "Other" 
Sample Locations PAH , ng/l 

SLP-15 Wellhead 6,610 

After Aeration 3,329 

After Aeration and Chlorination 2,698 

2 Days after Aeration, Chlorination, 
and Filtration 1,172 

5 Days after Aeration, Chlorination 
and Filtration 879 

During this early round of test work,, the laboratory did 
not concentrate the .samples to the degree necessary to 
achieve extremely low PAH detection limits. Because the 
detection limits were higher than in later tests, no car­
cinogenic PAH' s were detected. 

% 

< 
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existing treatment system (see Technical Memorandum F). 
Although similar toowledge could have been gained from extended 
test work at the full-scale treatment system, it was believed 
that closely controlled bench-scale tests would be more appro­
priate to define removal mechanisms and to gain a better 
understanding of which unit operations actually achieve PAH 
removals. 

As a part of the bench-scale testing program, aeration, chlori-
nation, flocculation, and filtration were tested (see Sec­
tion 6). In contrast to the results of the first round of 
testing at the existing treatment system, PAH removals measured 
in the laboratory were relatively poor. Only chlorination 
(at high dosages) resulted in significant PAH removal, but 
still did not achieve compliance with the MDH goal of 280 ng/1 
for total "other" PAH compounds. 

Because of the discrepancies between the first round of field 
testing and the results of the bench testing program, a second 
round of field testing at the existing treatment system was 
recommended. 

SECOND ROUND ONSITE TREATMENT INVESTIGATION 

The purpose of the second round onsite investigation (conducted 
on December 17, 1982) was to resolve the discrepancies between 
the first round onsite investigation and subsequent bench-scale 
tests. 

During the second round investigationthe following samples 
were collected: 

o SLP-15 at wellhead 
I 

o Scimple immediately upstream from aeration 

o Sample after aeration and chlorination (with stan­
dard air and chlorine injection rates) 

o Sample at,the sand filter outlet (with standard 
air and chlorine injection rates) 

o Sample at the sand filter outlet (with air and 
chlorine gas flows turned Off) 

o Sample after chlorination and aeration (with maxi­
mum air and chlorine injection rates and with pres­
sure in the system, elevated) 

Table 4-2 summarizes the conditions for each of the above 
samples. Table 4-3 summarizes analytical test results from 
the second round investigation. 

r * r» ^ 
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Table 4-2 

ST. LOUIS PARK WELL 15 
FIELD DATA 

December 7, 1982 

Time Location 
Aeration 

lb air/24 hrs 

0830 Well Head Sample 1 

1145 Filter Outlet Bed 3 

1347 Air Inlet 

1348 Filter Inlet 

1349 Filter Outlet Bed 1 

1845 Filter Inlet 

20 

20 

100 

Chlorine 
Set Point 
(lbs/day) 

0.0 

15 

15 

80 

Pressure 
at -Filter Inlet 
(Ibs/sq in) 

9.9 

10 

10 

18 

Dissolved 
Oxygen 
«ng/l 

0.2 

1.5 

0.8 

Samples 
Collected 

3 2L PAH 

1 2L PAH 

1 2L PAH 

1 2L PAH 

1 2L PAH 

1 2L PAH 
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Table 4-3 
SECOND ROUND ONSITE INVESTIGATION 
EXISTING TREATMENT SYSTEM AT SLP-15 

Total 
Carcinogenic Total "Other" 

Sample Location PAH» nq/1 PAH, nq/1 

SLP-15 VJellhead 20.3 5,266 

Before Aeration 20.2 5,120 

After Aeration & Chlorination 
(Standard Oj & Cl^) 18.5 4,568 

After Aeration, Chlorination 
& Filtration (Std. 0^ & CL^) —® 4,697 

After Filtration (No 0^ CI,) —® 4,888 

After Aeration Chlorination & 
Filtration (Max. 0,, Clj & 
Pressure) —1,930 

^All Carcinogenic PAH's were below method detection 
limits. 
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The results of the second round investigation correspond 
well with the results of the bench-scale laboratory tests. 
Results of the second round indicate: 

o A slight decrease in total PAH concentration occur­
red during contact with air and chlorine at standard 
gas flow rates. 

o Removal of noncarcinogenic PAH's through the sand, 
filters was not significant. 

o Carcinogenic PAH's were removed completely across 
the sand filters, most probably due to adsorption 
onto sand particles. Extended test runs and further 
test work would be required to determine the mechan­
ism for removal of carcinogens across the filters 
and to determine whether such removals would occur 
after extended bed.contact with high PAH concentra­
tions. 

o At maximum air and gas flow rates, approximately 
60-percent oxidation of PAH"s was observed. Several 
specific PAH and heterocyle compounds, however, 
were virtually unaffected. These results correspond 
well with results of the bench-scale testing work. 
Even at maximum gas flow rates, effluent quality 
did not achieve the MDH -goal of 280 ng/1 total 

f "other" PAH's. 

SUMMARY 

Overall conclusions regarding the existing treatment system 
are summarized as follows: 

o Aeration and chlorination at "standard conditions" 
achievable at SLP-15 are ineffective for removal 
of PAH compounds. 

o Aeration and chlorination at the maximum gas flow 
rates achievable with the existing equipment achieve 
enhanced PAH removal, but several PAH and other 
compounds are not effectively removed. Even at 
maximum gas flow.rates, the MDH goal of 280 ng/1 
total "other" PAH's was not met. 

o Sand filtration does not significantly remove most 
PAH compounds nor other classes of base neutral 
compounds. < 

o Sand filtration appears to effectively remove carcin­
ogenic PAH's, but extensive test work would be 
necessary to determine long-term removal rates if 
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high PAH concentrations were continuously passed 
through the filters. 

b The high removal of PAH compounds measured in the 
first round of testing at SLP-15 cannot be explained 
at this time. Neither bench-scale tests of similar 
technologies nor repeat tests in the field obtained 
similar results. It is possible that a) sampling 
errors, or b) carbon "contamination" in the first 
round could explain the high observed PAH removals. 

O Observed removal of PAH's during the second round 
of testing followed bench-scale test observations 
very closely. This fact supports conclusions drawn 
from the bench testing program; that is, the unit 
processes employed at the existing treatment system 
are not adequate to provide PAH removals for a 
potcible water treatment system. 

REFERENCES 

The material discussed in this section is presented in detail 
in Technical Memorandum E. 
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•B Section 5 
BB WATER QUALITY IN NEARBY WATER SUPPLIES 

At the direction of MPCA,CH2M HILL obtained samples and 
analyzed potable water supplies in St. Louis Park and in 
three surrounding communities: Minneapolis, St. Paul, and 
Plymouth, Minnesota. Two rounds of sampling and analysis 
were conducted. 

On November 16, 1982 grab samples were obtained in the follow­
ing locations: 

o Influent to St. Paul water treatment system, 
o Effluent from St. Paul water treatment system, 
o Tapwater sample in St. Paul, 
o Influent to Plymouth water treatment system, 
o Effluent:, from Plymouth water treatment system, 
o Tapwater sample in Plymouth. 
o Influent to Minneapolis water treatment system, 
o Effluent from Minneapolis water treatment system, 
o Tapwater sample in Minneapolis. 

Table 5-1 illustrates the analytical results from this samp­
ling round. The results generally indicate low concentrations 
of PAH and other coal tar derivatives in surrounding water 
supplies, but"two anomolies were noted: 

/ 
1. The.tapwater sample obtained in St. Paul exhibited inordi­

nately high concentrations of phenanthrene and fluoran-
thene. This sample had far higher total concentrations 
of PAH'S than did other samples. 

2. Two of the. samples from Minneapolis (treatment plant 
influent and tapwater) contained a yellow substance 
which coextracted^during sample preparation, resulting 
in inordinately high detection limits. Sample contamina­
tion was suspected. 

After consultation with MPCA, a second round of sampling was 
conducted to further check the results of the first round, 
and especially to check the high PAH."concentrations detected 
in the St. Paul tapwater sample in the first round. 

On January 20, 1983, grab water samples were obtained in the 
following locations: 

o Effluent from St. Paul water triaatment system. 

o Tapwater scunples at two locations in St. Paul (both 
samples in the same neighborhood as the tapwater 
sample obtained in the first round). 

L 
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PAWintB 
(All VAIItrS IN II|/I) 

Tabic ^-1. 
AHAI.YfSIS OP SimMHIHOINO UATPI SKI'PI.IKS 

(.loKiiIca laki^n ll/lb/0}) 

Nntet All ctMpuuniJa fuund at Icaa than detecllfin Malt have been deleted 

St. Paul St. Paul St. Paul Plyauuth Plyanuth Plyaoutb Plyaoutb HPLS HPLS HPLS 

)nl iiicnt Effluent Tap Influent Effluent Effluent Tap 1 Influent Effluent Tap 

ANALYSIS RYt CII7N MILL CH7H HILL CH7H HILL ai2H mix ai7H HILL CH2M HILL aim HILL cHm Hia aim Hiu ai2M aiLL 

AHALYTlOlL E(}UIPHEiai GC/HS GC/HS OC/HS CC/HS CC/KS OC/HS GC/HS: OC/HS OC/HS OC/HS 

PAH (^INDICATES CARCINOGENIC PAH) 

s'.i 
NAPIfTHALENE 16 

s'.i 
29 

IJ " 

3.0 ... 1.9 1.1 9.^ 

i.o 
Hota 1 9.1 •ate 1 

1-HETIIYINAPinHAI^NB s'.i 
29 

IJ " 

3.0 ... 
1.2 1.2 

9.^ 

i.o 1.0 

2-HET1IYIJIAPimULENE 7> 17 1.1 1.0 6.1 11 1.6 

ACCHAPimiYUNE 9.0 

ACENAPKTIIENE S.3 

FUJORENE 19 9.9 

AKTIIRACENE t U 

PKEHANTHRENt S ^ 1.0 310 1.0 1.0 17 2.2 
PYWENE 66 2.3 

FLUnRANTIIEHE 160 6.1 

niENYIJIAPimiALENt 

t 
JO 

<7> 

BEN20(a)ANTIIRACENE* 
•, 10 - BEH7PUENAim«gNe 

' aiiiYsEHE*" 

"BEH?0(btfc)rLUDRAKngNE* 
[MH7oia)PtREHE* "J 

BEHPoicmRijiE* 
~ BEN?o( j") K-urimimiEHE * 
"PERYiiKE" 

9.E 

BEW?0(g.h,OPERYI2HE 

INnEH0fl.2,l-cd)PYRiHE* 

0-PIIENYLENEPYRENE 
PIBEHZO(a.h)AWniftACEKE* 

TOTAL CARCINOGENIC PAH'S 11.A -- -- • " — — 
TOTAL "oniER- PAH'S 21 26.1 127 lA.l n.i 11.B BO.l 21 

NITROCEN HETEROCYCLES 

ACRIDINE 
CAR6A20LE 28 B.6 
INIOIX 1.9 

PIIENANTIIRIDINE 
qOIHOLIKE 6.7 i'i 1.0 1.0 l.A 2.6 

Sm.niR HETEROCYCUS 

BEH2o<b)TmOPHEHE 1.0 
DIBENZOTHIOPHEHE 

OlYGCN HETEROCYCLES 

DIBENZOFHRAN 3) 7.1 

HISCEILAHEOUS 
eiPIIENYL A.O 10 

2,S^DIIIYDR0IliDENE 1.2 

IKDENE 

2.3^DIIIYDRO-l-INt>CNE 1.6 I.A l.A l.A l.A 1.6 

lll-lKnENE 1.0 2.1 1.0 1.0 1.0 2.A 

TOTAL OTHER BASE REirnUL OCHl-OUNDS 

AMHATIC ANINCS 

ANILIHE 

l-AHtNONAHmUUHl 
rMlNOBI PHENYL 

nan It CocMlfMtloa of • ytllow aubatance caiiacd fnordlnatoly hl^ dalcctlon Malta In thaao aaaplca. 



o Tapwater sample in the northwest corner of St. 
Louis Park. 

o Effluent from the Minneapolis water treatment plant. 

o Tapwater s^ple in Minneapolis. 

Table 5-2 illustrates the analytical results from the second 
sampling round. The two tapwater samples obtained in St. 
Paul showed elevated PAH concentrations, but were well below 
the MDH guidelines for both carcinogenic and total "other" 
PAH's. No problems were noted with the second round tapwater 
sample - from Minneapolis, which contained very low concentra­
tions of PAH's and other measured compounds. 

The extent of the potable water sampling program was limited, 
but suggests the following; 

o The existing water supply in St. Louis Park (wells 
which have not been shut down by MDH) contains 
comparable PAH concentrations with treated water 
supplies in nearby communities. 

o For each community, tapwater samples contained 
higher PAH concentrations than did water treatment 
plant effluent (or well water) samples. 

« 

o One tapwater sample in St. Paul (November 1982) 
had PAH concentrations above the MDH treatment 
goal of 280 ng/1 total "other" PAH. Two confirm­
ing tapwater samples (January 1983) had elevated 
PAH concentrations, but were well below the MDH 
treatment goal. The confirming samples were obtain­
ed in the same neighborhood as the first sample. 

o With the exception of the single tapwater sample 
from St. Paul, all potable water supply samples 
obtained from.St. Paul, Plymouth, Minneapolis, and 
St. Louis Park met or exceeded the MDH treatment 
goal for PAH concentrations. 
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Table 5-2 
ANAIYSIS or SUMROUNniNC WATER SURPLUS 

(Saaplca taken 1/20/61) 

CD 

1^' • 

C3 
C;." 
V.:) 

ST. PAIII. 

Eidurnl 

ST. PAin. 

Tap 1 

ST. PAOl. 

Tap 2 SLP-8 SLP-B 

HI.P 

Tap 1 

NPI.S 

Effluent 

HPl.S 

Tap 1 

ANALYSIS RYi (:H7H HILL ai2H HILL CII2H lill.L ai2H HILL CH2H HILL CII7N HIU aim iiiu ai2H 1111.1. 

ANALYTICAL EQUimENT CC/HS GC/KS CC/HS OC/HS . CC/HS UC/HS CC/HS OC/HS 

PAII (*INDICATCS CARCINOCENIC PAH) 

NAPimUlf.NC n AS 21 7.0 7.0 5.A _ s.e 20 

1-HETItYlilAPinMAIXNC A.9 2A A.7 2.9 2.9 2.5 2.9 4.A 

i-HEnrYijiAnmuL£NE B SB 12 S.9 ' 
.... 

i'.t ~ 4.1 9.1 

ACLNAPimiYLENE 

ACCNAPimiENE 1.0 1.1 l.A l.l 

FLUORCNE l.A A.S 4.4 

ANTIIRACENt 
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PYRENE 1.0 1.0 12 1.0 
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PIIENTLMAnmUtM 
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TOTAI. "OniEB" PAH'S 30.2 168.7 197.1 lA.B 1A.6 11.1 17.4 17.2 

NITROCEN HETCROCYCIXS 

ACRIDINC 

CARBAZOLE- 1.1 5.0 

iNtmic 

HIENAPnilRIOlNE 

QIIINOI.IHE e.2 6.A 9.0 1.0 1.0 2.4 1.2 
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OIYCEH IIETEROCYCLES 
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Section 6 
BENCH-SCALE TESTING PROGRAM 

INTRODUCTION 

This section describes a series of bench-scale tests perforroed 
on water obtained from SLP-15 (PAH concentration in untreated 
water of roughly 7,000 ng/1). The ultimate purpose of the 
bench-scale test program was to identify a cost-effective 
water treatment technology to achieve acceptable removals of 
PAH and other coal tar derivative compounds. Bench-scale 
tests were performed as a first step toward developing; 
1) a pilot-sale test program and 2) design criteria for a 
full-scale treatment system. 

BENCH TESTING RESULTS 

Prior to testing, technologies had been identified in a liter­
ature search and technology assessment (see Section 2). A 
two-round test program was designed. The first round was 
conducted under very conservative test conditions (high dosage, 
long retention, etc.) and was designed to quickly determine 
which technologies could achieve compliance with the Minnesota 
Department of Health treatment goals for PAH compounds in 
potable water, as summarized below: 

MDH Treatment 
PAH Category Goal 

Carcinogenic PAH's, total ; 28 ng/1 
All other PAH'S, total 280 ng/1 

Round two testing was conducted only on technologies which 
met the treatment goals in the first round tests and was 
designed to identify required dosages, loading rates and 
detention times in greater detail. 

Granular Activated Carbon (GAC) 

Activated carbon treatment worked well during round one iso­
therm testing. Five carbons were tested and all of the car­
bons removed total PAH's to below 70 ng/1 at a 25 mg/1 dose. 
Even though adsorptive capacity of the five carbons was about 
the same,, the Calgon, Westvaco and ICI carbons produced the 
lowest total PAH concentrations in the effluent. 

Calgon and Westvaco granular activated carbon were selected 
for column testing in round two. Carbon column tests produced 
effluents with total PAH concentration less than 30 ng/1 
after lOO bed volumes of water had passed through the column. 
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Macroreticular Resins 

^ Isotherm tests with three macroreticular resins yielded very 
poor results in round one with virtually no removal of PAH's. 

Oxidation 

Ozone-UV and peroxide-UV were the only two oxidation tech­
nologies that met treatment goals in the screening round. 
Ozone-UV at 10 mg/1 and 1-hour contact time with UV produced 
the best quality effluent with total PAH concentrations of 
less than 10 ng/1. Round two testing showed that ozone-UV 
produced acceptable results at 1 mg/1 and 20-minute contact 
time. Peroxide-UV met"treatment criteria at 2 mg/1 and 20-
minute contact time, but only by a small margin. Peroxide-UV 
at 5 mg/1 and 60-minute contact time achieved very good results. 
Both technologies required UV to achieve acceptable results 
at the retention times tested. 

Detailed analysis of GC/MS chromatograms detected numerous 
oxidation byproducts in effluent from one of the ozone oxida­
tion tests, but virtually no oxidation byproducts were found 
in effluent from one of the ozone-UV tests. This further 
confirms the need for UV in combination with ozone or hydro­
gen peroxide. 

Chlorine and CIO, removed only selected compounds, leaving 
^ total PAH concentration- well above the 280 ng/1 level. Var-
V ious combinations of aeration/chlorination/flocculation/fil-

tration also provided effluents with unacceptably high concen­
trations of PAH's. 

Membrane Technologies 

Neither RO nor ultrafiltration was tested, since round one 
tests demonstrated the viability of three conventional techno­
logies. 

COMPARISON OF VIABLE TECHNOLOGIES 

As noted, three technologies.achieved good PAH removals in 
the first round of testing and were tested further in the 
second round. These were; 

o Granular activated carbon adsorption (GAC) 
o Ozone/UV oxidation 
o Hydrogen peroxide/UV oxidation 

A conceptual design of a full-scale system was developed for 
each of these technologies. The following information was 
developed for each technology: 

e 
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o System design criteria, based on the bench-scale 
test program. 

o System operating philosophy. 

o A flow diagr^ to illustrate major system components 
and size. 

o Order-of-Magiiitude comparative capital and annual 
operating and maintenance cost, estimates. The 
estimates prepared at this point in the project 
were limited to equipment within the treatment 
system "battery limits" and were intended only to 
provide an estimate of relative costs among the 
three systems. 

b The advantages and disadvantages of each system. 

It was assumied that .the water from SLP-15 would be treated 
for PAH removal at the wellhead (i.e., upstream from the 
existing iron removal system). Each technology was evaluated 
assuming a flow rate of 800 gpm. (Based on information avail­
able from Hickok's 1981 study.) Later pump testing at SLP-15 
indicated that SLP-15 is capable of delivering a higher flow 
rate (see Section 9). 

Granular Activated Carbon Adsorption 

System Design Criteria 

Isotherm tests indicated that, at total PAH concentrations 
of around 7,000 ng/1, GAG has an adsorption capacity of ap­
proximately 3,000 ng PAH/mg carbon. .Although isotherm results 
cannot be accurately translated into ultimate adsorption 
capacity, it was ass\imed that GAG will have an ultimate adsorp­
tion capacity of 2,000_ng/mg carbon. 

Bench-scale column studies were conducted at 4 gpm/ft^ 
surface loading rate, with a 35-inch bed depth. These load­
ings produced effluent PAH concentrations in the range of 
25-30 ng/1. For the purpose_of this cost comparison, the 
system was sized at 4 gpm/ft and with a 30-minute nominal 
contact time (empty bed basis). The "design" contact time 
was based on standard design criteria and on vendor recom^ 
mendations. 

Design criteria for the conceptual GAG treatment system is 
summarized as follows; 

6-3 i 
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Criteria Design Value 

Flow Rate, gpm 800 

Carbon Colimns 
Number 2 
Bed Volume (empty), gal per column 12,000 
Carbon Capacity (per bed), lb 40,000 
Carbon Capacity (total), lb 80,000 
Loading Rate, gpm/ft 4 

Load/Unload/Bac]cwash Tanlc 
Number 1 
Volume 20,000 gal 

Operating Ptiilosophy 

Two carbon columns would be used. These columns would be 
piped in series so that either column could be used as the 
lead column. When breakthrough occurs, the lead column would 
be talcen out of service and the carbon would be replaced. 
This colximn would then become the polishing column. The 
transfer tank would be used to hold spent carbon while new 
carbon is placed in the column. The spent carbon would then 
be transferred to the carbon truck. During normal operation 
this transfer tank would be used to store backwash supply 
water. For this system it was assumed that dirty backwash 
would be disposed of in the existing sand filter dirty back­
wash basin. 

System Flow Sheet 

Figure 6-1 illustrates a conceptual flow sheet for the GAC 
treatment system. 

Advantages and Disadvantages 

The following were considered advantages of GAC adsorption 
relative to potential application at St. Louis Park: 

o GAC is a state-of-the-art technology for removal 
of organics from drinking water supplies. 

o A GAC system has few moving mechanical parts. 
Maintenance of the system is very simple. The 
system would not be as subject to mechanical fail­
ure as other systems under consideration. 

o Assuming proper operation and timely replacement 
of spent carbon, a GAC system should have tremen­
dous reserve capacity to remove any "slug" load­
ings of PAH's which could be encountered. No 
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operator adjustments would be necessary to accom-
^ ' modate such "slug" loads. 

o In comparison to oxidation technologies, GAC has 
no potential for generation of oxidation byproducts. 

o Since GAC treatment does not oxidize iron no addi­
tional iron removal facilities would be required 
at wells that•currently do not remove iron. 

The following were considered disadvantages of GAC adsorption 
relative to potential application at St. Louis Park; ^ 

o Biological growths in the GAC columns could poten-
tially increase chlorine requirements in the exist-' 
ing treatment system. 

o If excessive sand concentrations are encountered 
in raw well water, it could become necessary to 
isolate one bank of the existing sand filters and 
replumb the system to treat effluent from the fil­
ter rather than raw well water. 

. o GAC produces spent carbon which must be regenerated 
or disposed. 

Ozone/UV Oxidation 

. System Design Criteria 

.Bench-scale tests indicated that 1, mg/1 ozone at 2 0-minute 
retention time with UV gave an effluent of 60 ng/1 total 
PAK. Based on interpretation of bench-scale data, it appeared 
that the desired effluent quality could be achieved with a 
10- to 12-minute retention time. For purposes of this cost 
comparison, a 10-minute retention time was assumed, at an 
ozone dose of 1 mg/1. Design criteria for the conceptual 
ozone UV system is summarized.as follows: 

e 
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Criteria Design Value 

1^ Flow Rate, gpm 800 

UV Reactors 
Number 1 
Dimensions, ft 30 x x 6 
Volume, gal 8,000 
No. of Lamps 900 
Watts per Lamp 65 • 

Ozone Generator 
Feed Source Air 
Capacity, lb/day 14 

Recycle Pump 
Flow, gpm 100 

Operating Philosophy 

The ozone UV system (based on quotation from Westgate Research 
Corp.) would consist of a large basin with quartz t\ibes placed 
on 6-inch centers. UV bulbs would be placed in the quartz 
tubes. Ozone generated from air would be fed to the reactor 
through a header system. The system would be closed and 
would operate at about 1 psig pressure. 

- The dose of ozone would be set by controlling air flow and 
ozone concentration in the feed. The dose would be set and 
maintained at about 3 grams/minute ozone. The ozone genera­
tor would have 50-pefcent' excess capacity so it would be 
capable of delivering a 1.5 mg/1 dose to the 800 gpm waste 
stream. 

System Flow Sheet * 

Figure 6-r2 shows a conceptual flow sheet for the ozone UV 
system. 

Cost Estimates 

The estimated capital cost of this alternative was $659,000. 
The estimated annual:O&M cost was $183,000. 

Advantages and Disadvantages 

The following were considered advantages of 0,/UV oxidation 
relative to potential application at St. Louis Park; 

o This system has the lowest space requirements of 
any of the treatment systems under consideration. 
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o This technology does not generate any spent waste 
products requiring offsite treatment (such as spent 
GAG). 

o Ozone oxidation of Fe"*"^ to Fe"^^ could reduce 
chlorine requirements at the existing treatment 
system. 

The following were considered disadvantages of 0,/UV oxida­
tion relative to potential application at St. Lodis Park: 

o Some UV installations treating water with high 
iron concentrations have experienced chemical foul­
ing of the UV lamps. If this were to occur at St. 
Louis Park, it could become necessary to isolate 
one bank of the existing sand filters and replumb 
the system to treat effluent from the filter rather 
than raw water. 

o Both the 0- generator and the UV lamps would re­
quire a good deal of maintenance to ensure consis­
tently high performance of the treatment system. 

o It is possible that "slug" loads of PAH's could 
pass through the treatment system unless operators 
adjust the dosage of 0- and/or retention time in 
the system. 

o It is possible that future system modifications 
would be required if influent water quality changes 
(i.e., if 0^ demand rises with increasing PAH 
concentrations, a conservatively sized 0^ gen­
erator would not be capable of treating worse-than-
design water quality). 

o Although both 0, and UV are state-of-the-art 
technologies, their use in treating drinking water 
supplies is somewhat limited. 

o If all or part of the UV lamps fail/foul, bench-
scale tests indicate that oxidation byproducts may 
be left in the water. 

o Since ozone would oxidize ferrous iron to ferric, 
iron removal facilities would be required at wells 
that currently do not remove iron. This would 
approximately double the estimated cost of the 
system. • 

Hydrogen Peroxide/UV Oxidation 

System Design Criteria 
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Bench-scale tests indicated that 2 mg/1 H-0- with 20 
r minutes UV barely met treatment standards. For added safety 
i a 5 mg/l H-O- dose with 20 minutes UV was used for the 

"design" case. 

Conceptual design criteria for the peroxide UV system is as 
follows; 

Criteria Design Value 

Flow rate, gpm 800 

UV Reactors 
Number 2 
Dimensions each, ft 30 x 7^ x 6 
Volume each, gal 8,000 
No. of Lamps, ea. unit 900 
Watts per lamp 65 

Peroxide Feed 
Tank volume, gal 1,200 
Pump, gph 0.5 
Feed concentration 50% 

Recycle Pump 
Number 2 
Flow each, gpm 100 

f 

Operating Philosophy 

The peroxide UV system will be similar to the ozone system 
except that two reactors would be required to give the 20 
minute retention time. Fifty percent peroxide would be fed 
from a storage tank using a positive displacement chemical 
metering p\imp. The peroxide would be added through a static 
mixer prior to the UV reactors. Recycle pumps would be used 
to increase turbulence to minimize fouling of the tubes. 
Peroxide dose could easily be changed by adjusting stroke 
and/or frequency on the feed puTip. 

System Flow Sheet 

Figure 6-3 illustrates a conceptual flow sheet for a peroxide 
UV treatment system. 

Cost Estimates 

The estimated capital cost o.f this alternative was $1,158,0 00, 
The estimated annual O&M cost was $281,500. 
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Advantages and Disadvantages 

C" The following were considered advantages of H-O./UV oxi­
dation relative to potential application at St. Louis Park: 

o. This system has moderate space requirements. 

o This technology does not generate any spent waste 
products required offsite treatment (such as spent 
GAC). 

+2 +3 o Peroxide oxidation of Fe to Fie could reduce 
chlorine requirements at the existing treatment 
system. 

o Adjustment of Oxidant feed rate to accommodate 
changed water conditions would be very easy, re­
quiring only a pump modification. 

The following were considered disadvantages of the H-O-ZUV 
oxidation relative to potential application at St. Louis 
Park: 

o Iron fouling of UV lamps could occur (see previous 
discussion). 

o UV lamps will require a good deal of maintenance 
f (see previous discussion). 
\ 

o "Slug" loads could pass through the system (see 
previous discussion). 

o Application of this combination of technologies 
for drinking water treatment is untried. 

o Although detailed analysis of the GC/MS scan was 
not conducted", it is likely that H-O-ZUV 
leaves more oxidation byproducts in the final 
effluent. (The oxidation potential is less than 
O3ZUV.) 

o Additional iron removal facilities may be required 
(see ozone UV discussion). 

Cost Comparison 

Annualized costs of the three conceptual treatment systems 
are summarized as follows: 

6-12 
(i ' .• - -



c System 

GAC 
O3/UV 
H3O3/UV 

Estimated 
'Capital Cost 

$ 691,500 
659,000 

1,158,000 

Estimated 
Annual O&M 

$ 72,700 
183,800 
281,500 

Annual 
Cost * 

$139,900 
247,800 
394,000 

•Annual cost includes estimated annual O&M cost plus amortized 
capital cost over 20 years with zero assumed salvage value. 

SELECTION OF TECHNOLOGY FOR PILOT TESTING 

It was recognized that estimated total capital and O&M costs 
for each of the three systems under consideration could change 
based on additional data gathered in pilot-scale test work. 
Selection Of a single technology for pilot testing, therefore, 
needed to be based on a clear advantage of that technology 
over others under consideration. 

Technological Considerations 

From a technology standpoint, GAC.was clearly the most proven 
technology under consideration. It has superior flexibility 
for both short- and long-term fluctuations in water quality, 
requires less effluent quality monitoring, and is a proven, 
state-of-the-art technology for treatment of drinking water. . 

Both oxidation technologies would require more extensive 
pilot-scale test work than GAC to fully define optimum design 
criteria. Variables which would have to be tested include: 

o Oxidant dosage 
o Retention time 
o UV- time requirements 
o Spacing requirements for UV lamps 
o UV lamp intensity requirements 
o Impact of iron fouling 
o Effect of influent concentration on design require­

ments 

The extensive test work required for oxidation technologies 
would a) increase time requirements for the pilot work and 
b) increase pilot testing costs. 

Cost Considerations 

The conceptual cost comparisons indicated that, on an annual 
cost basis, GAC was the most cost-effective technology under 
consideration. 
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Bench-rscale tests of H^Oj/UV provided a good estimate of 
required oxidant dosage and retention time requirements. 
This technology is clearly the most costly of the three. 

It is possible that O3/UV could provide adequate treatment 
with even less UV retention time than was illustrated in the 
conceptual design. Even if the retention time could be cut 
in half> however, the annual cost of the system would be 
higher than the carbon system estimated. Furthermore, if 
O3/UV systems were installed at wells without existing 
iron removal systems, required capital costs would be increased 
further. 

On the basis of these considerations, GAG was selected for 
pilot-scale testing at SLP-15. 

REFERENCES 

The material discussed in this section is presented in detail 
in Technical Memoranda H'and I. 
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•• Section 7 
• • PILOT-SCALE TESTING PROGRAM 

A pilot-scale GAG test program was conducted at the well 
house of St. Louis Park Municipal well SLP-15 to measure 
removal of PAH compounds and other coal tar derivatives. 
For comparative purposes* two pilot trains were used, one 
with Calgon Filtrasorb 300 and one with Westvaco Nuchar WV-G. 
The selection of granular activated carbon for pilot-scale 
test work was based on the results of bench-scale test work 
and on cost comparisons with other vicdsle technologies (see 
Section 6). Pilot-scale GAG columns were rented from West­
vaco and Galgbn Corporations. Each system was equipped with 
four 4-inch diameter glass columns designed for 36-inch carbon 
depths. 

The.objective of the pilot testing program was to produce 
sufficient operating and performance data for development of 
design criteria for a full-scale GAG treatment system at 
SLP-15. The primary goal Of the full-scale system would be 
to remove PAH's and other coal tar derivatives from the ground­
water to provide an additional drinking water supply for the 
city of St. Louis Park. 

PILOT PLANT OPERATIONS 

f GH2M HILL and/or Barr Engineering Company staff monitored 
pilot plant operation during the day and were responsible 
for daily testing routines. City of St. Louis Park staff 
were responsible for monitoring operations in the evening 
and at night. Inspections were performed three times during 
the day shift and twice during the remaining shifts. During 
each inspection, the feed rate to each column train was noted 
and adjusted to 0.44 gpm (5 gpm/ft^) if necessary. Flow 
totalizer readings were noted and all.pressure indicators 
were read and recorded. 

Once per day, temperature, dissolved oxygen, and conductivity 
were measured at the inlet and outlet of each column train. 
Dissolved oxygen samples were drawn in a manner to avoid 
aeration of the sample. A modified Winkler analysis (full 
bottle method) was used for DO determination. A YSI con­
ductivity meter was used for conductivity arid temperature 
measurements. 

Daily lOg sheets were prepared documenting all measurements, 
records and adjustments made during the inspections. The 
original data sheets are in GH2M HILL's project files. 

PILOT TESTING RESULTS 

Westvaco Nuchar WJ-Q 
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Breakthrough occurred in the Westvaco lead column by the 
sixth day of operation. Samples drawn on subsequent sampling 
dates showed increasing concentrations of PAH's, including 
bleed through of some carcinogenic PAH's. After backwashing 
(day 21 of operation), PAH concentrations in effluent from 
the first column dropped to below the 280 ng/1 limit, but 
were still higher than in effluent from the lead Calgon column. 

The lead Westvaco column was taken out of service on day 25 
of operation and column 2 was placed in the lead position. 
This step was taken to determine whether the second column 
would break through in the same period of operation as 
column 1. PAH's in the effluent from column 2 rose to 200 ng/1 
as soon as the second column was placed in the lead position. 

The data indicate that there was probably an anomaly in the 
physical setup of column 1 of the Westvaco train, but the 
performance of the Westvaco carbon was still inferior to 
that of the Calgon carbon. 

Calgon Filtrasorb 300 

The Calgon column train displayed consistently low effluent 
PAH concentrations and no bleed through of carcinogenic com­
pounds. 

PAH concentrations in the effluent from columns 2, 3, and 4 
remained approximately constant throughout the entire testing 
period. Naphthalene, 1-methylnapthalene, 2-methylnaphthalene, 
and phenanthrene reached apparent equilibrium concentrations 
in the first column and no further removal occurred in columns 2, 
3, and 4. 

At the conclusion of the scheduled 30-day test run, PAH concen­
trations in the effluent from the lead Calgon col\jinn were 
still very: low (less than 20 ng/1) . The test run of the .. 
Calgon system was extended and samples of the effluents from 
the first two columns were taken on a less frequent basis. 

After 42 days of. operation, breakthrough of the first col\imn 
had still not occurred. Although several additional PAH's 
started to appear in effluent from the column, total PAH 
concentration was only 21.5 ng/1, with no apparent break­
through. 

The pilot test was terminated after 42 days of operation. 
Further extension of.the testing period would have been desir­
able to accurately define carbon life, but was not critical 
to definition of design criteria for a full-scale system. 

DESIGN CRITERIA.FOR FULL-SCALE TREATMENT SYSTEM 
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This section discusses the design criteria for a full-scale 
treatment system. For the details of the conceptual design 
developed from these criteria see Section 9, "Selection of 
Water Supply Alternative for .St. Louis Park," subsection-
"Conceptual Design of Selected Alternatives." 

Initial Carbon Selection for Full-Scale System 

Based on "the effluent characteristics of the "two pilot-scale 
column trains and the uncertainty regarding the cause for 
breakthrough in the Westvaco column train, Calgon Filtrasorb 
3,00 is the recommended carbon for initial installation in a 
full-scale GAC treatment. 

Other brands of carbon may be as effective and cost competi­
tive, however. If a full-scale system is installed, it is 
recommended that small-scale "minicplumns" be installed for 
testing of other carbons. Other vendors wishing to compete 
for carbon replacement could provide samples of their carbon 
in the minicolumns emd the city could measure breakthrough 
characteristics for PAH'S. Using this concept, the city of 
St. Louis Park can develop competitive bidders for long-term 
carbon replacement. 

Carbon Contact Time 

Data obtained in the pilot-scale tests indicated excellent 
PAH removals at contact times of less than 5 minutes (empty 
bed basis). 

Conceptually, a full-scale GAC system would consist of three 
columns operated in series. When the carbon in the lead ^ 
position is exhausted, the second column will be placed in ^ 
the lead position and new carbon will be placed in the. "ex-
hausted" colvimn. During the carbon replacement period, the 
second and third columns would be operated by themselves. 
Each of the three columns would contain 20,000 lb carbon 
(this is' a standard truckload quantitydelivered by Calgon 
CorporationT\ The three columns would provide a total contact 
time of(T^.?/minutes. Although pilot-scale data indicate 
that a sl-ightly lower contact time would probably be suffi­
cient, some conservatism is appropriate to ensure finished 
water quality during pf^rinds whpn onp rnlnmn -it; nn-l- nf cipr-
vice for carbon replacement. Wc^s -rU-.s 

Carbon.Regeneration 

The MDH has ruled that regenerated carbon should not be used 
for a potable water treatment system at St. Louis Park. 
When carbon is exhausted, it would be replaced with virgin 
carbon. / -

^ yjj u>p^ 
Carbon Capacity 
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Since the pilot-scale test was terminated before exhaustion 
of the carbon in Calgon column 1, there is some uncertainty 
regarding the ultimate adsorption capacity of Calgon Filtra-
sorb 300. Availcdale data, however, permit reasonable esti­
mates of a minimum anticipated carbon capacity of 0.0004 lb 
PAH/lb carbon. The actual carbon capacity will probably be 
higher than this projected minimum. Maximum probable carbon 
capacity (based on isotherm tests, in the bench-scale program) 
is about 0.002 lb PAH/lb carbon. 

Design Flow Rate and Raw Water Quality 

A recent pump test indicated that the existing well pump at 
SLP-15 can provide a flow rate of 1,200 gpm at 30 psig dis­
charge pressure at the wellhead. For the purposes of sizing 
a full-scale treatment system at SLP-15, a flow rate of 1,200 gpm 
was assumed. 

An analysis of historical measurements of PAH concentrations 
at SLP-15 indicates that about 7,000 ng/1 total PAH's can be 
expected. Concentrations measured during the pilot-scale 
program were slightly higher, but this is probably because 
of the very small pumping rate of the p\imp used for the pilot 
plant. For the purpose of conceptual design, a total PAH 
concentration of 7,000 ng/1 was assumed. 

Annual Carbon Consumption 

At a flow rate of 1,200 gpm and raw water total PAH concen­
tration of 7,000 ng/1, approximately 0.1 lb PAH's will be 
removed each day the system is in operation. Assuming 
24 hours/day, 365. days/year operation, approximately 36.8 lb 
PAH's will be removed by the system each year. 

The range of expected carbon capacity, as described earlier, 
is 0.002 to 0.0004 lb PAH's/lb carbon. 

Annual carbon consumption is, therefore, expected to be in 
the range of 18,400 to 92,000 lb carbon/year. 

REFERENCES 

The material discussed in this section is presented in detail 
in Technical Memoranda J and K. 

GLT233/6 

L 
,7-4 



c Section 8 
EVALUATION OF ALTERNATIVE WATER SUPPLIES 

BASIS FOR EVALUATION 

To provide a coininon basis for evaluating water supply, alterna­
tives for the city of St. Louis Park, the following objectives 
were estcdalished. 

Capacity 

The total instantaneous supply capacity of each alternative 
must be 3,400 gpm to make up the shortfall between the exist­
ing capacity of 9,200 gpm and the pre-1978 capacity of 
12,600 gpm. 

Annual Cost 

In computing the annual cost of alternatives, it has been 
assximed that 1,200 ̂ m of additional water supplies must be 
provided year round and that the additional 2,200 gpm peaking 
capacity would be necessary three weeks per year. This.2,200 
gpm would be equivalent to historical uses of SLP-7 and -9 
during hot summer days when sprinkling usage is high. 

Quality 

The alternatiye must provide a water supply of roughly the 
same quality as existed prior to PAH contamination of St. 
Louis Park's wells. If, for example, iron removal facili­
ties would be required to provide an equivalent water supply, 
the capital and annual O&M cost of such facilities must be 
included in the alternative. 

Three alternatives .-which fulfill the above objectives were 
identified. The following sections describe each alternative. 

ALTERNATIVE 1 - TREAT SLP-15 FOR POTABLE SUPPLY AND START UP 
SLP-7 AND -9 

Pilot-scale test work completed during this project demon­
strated that, if treated in a granular activated carbon treat­
ment system, PAH concentrations in water from SLP-15 can be 
reduced to well below goals established by the Minnesota 
Department of Health. 

If SLP-15 can be started up,- the MPCA and MDH have deter­
mined that SLP-7 and.-9 could be started up without treatment. 
The cone of depression created by SLP-15 would "block" the 
passage of the contaminant plume to SLP-7 and -9. 

The basic features of the system are as follows: 

8-1 
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o Water pumped from SLP-15 (1,200 gpm) would be treated 
in a GAC treatment system for removal of PAH's and 
other coal tar derivatives. 

o Treated water would be routed to the existing iron 
removal system located near SLP-15. 

o SLP-10 would be piped into the GAC system to provide 
a backup water source in the event SLP-15 breaks 
down. SLP-10 would not be operated if SLP-15 is(j^^/' 
in service; 

o SLP-7 and -9 (2,200 gpm) would be turned on as 
necessary to provide additional water supplies to 
the City during peak water demand periods. 

No capital expenditures will be necessary to start up SLP-7 
and -9. MDH has indicated that some sampling and analytical 
work will be necessary prior to startup of these wells, but 
it has been asstamed that the cost of such testing will be 
charged against the gradient control system. Some additional . 
annual O&M costs will be incurred to operate these wells 
during peak water demand periods. MDH has also indicated 
that weekly testing for PAH's will be required for each well 
(i.e., six tests per year). 

The total estimateid capital cost for this alternative is 
f $655,000. The estimated annual O&M cost is from $152,100 to 

$275,700 (annual O&M costs are presented as a range because 
of uncertainties regarding carbon life). 

Advantages of this system include: 

o Operation of SLP-15 will provide a barrier to. further 
migration of the contaminated groundwater plUme. 
Since SLP-15 ,would have to be operated (and poten­
tially treated) regardless of the water supply 
alternative selected, operation of this pump.serves 
a dual purpose. 

o Responsibility for operation lies entirely with 
city of St. Louis Park staff. 

o Assuming proper operation of the system, the water 
supply is .completely dependable. 

o The cost to operate the system would be relatively 
stalDle, subject only to fluctuations in labor rates, 
electrical rates, and carbon prices. 

Disadvantages of the system include: 
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o If the treatment system at SLP-IO and -15 is out 

of service during peak water demand periods, SLP-7 
and -9 will not be available for use. Since SLP-10 
provides a backup water supply at the treatment 
system and the GAC system is relatively simple, 
this should not be a major problem. 

ALTERNATIVE 2 - INSTALL INTERCONNECTION WITH CITY OF 
MINNEAPOLIS WATER DISTRIBUTION SYSTEM 

The city of St. Louis Park is preparing an evaluation of the 
feasibility and costs associated with installing an inter­
connection with the potable water distribution system in 
Minneapolis. 

The basic features of the system are as follows: 

o An interconnection between the two distribution 
systems would be made near Cedar Lake Road, and 
France Avenue in the northeast corner of St. Louis 
Park. 

o Since St. Louis Park's distribution system operates 
at a higher pressure than Minneapolis's distribu­
tion system, a booster pump Station would be required. 

o The Minneapolis water system would serve as the 
sole source of water for the portion of St. Louis 
Park located east of Highway 100, a population of 
approximately 11,000 people. 

o The city of St. Louis Park would pay Minneapolis 
for water consvimption at a rate of $0. 94/100 ft^. 

The total estimated capital cost for this alternative is 
$250,000. The estimated annual O&M cost is $833,000. The 
bulk of annual O&M costs are water charges from Minneapolis. 

Advantages of this system include: 

o This system could be designed and started up quickly. 

o This system has the lowest capital cost of any of 
the alternatives. 

o The Minneapolis water is softened, whereas St. 
Louis Park's water is not. Not all citizens, how­
ever, may want softened water, and those who do 
probably already have home softeners. 

Disadvantages of this system include: 

c • 
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o Total annual costs are more than for any other 
^ alternative. 

- o Some areas of reduced water pressure or stagnation 
may occur west of Highway 100. 

o Some concern has been expressed that the Minneapolis 
water system does not have a backup water supply 
if low Mississippi River flows occur. In addition, 
Minneapolis has a limited storage capacity, similar 
to most mature cities with surface water supplies. 

o The Minneapolis intake structure is downriver from 
a hazardous waste site in Fridley, Minnesota. 
Although the potential is very low, there is a 
remote possibility of future problems with water 
quality in the Minneapolis supply system. It should 
be noted, however, that the system has the capability 
to add powdered activated carbon, reducing concerns 
over potential organic contaminants released from 
the upriver site. 

o Even if .this alternative were implemented, SLP-15 
would have to be started up and, potentially, treated 
as a part of the gradient control network now under 
evaluation by MPCA. The costs of starting up and 
operating SLP-15 are not included in the cost of 

^ this alternative. 

ALTERNATIVE 3 - INSTALL WELLS IN MT. SIMON/HINCKLEY AQUIFER 

The city of St. Louis Park has already installed one new, 
deep well in the Mt. Simon/Hinckley aquifer. This new well 
is,scheduled for startup in June 1983. Installation of more 
wells in the deeper aquifer is a feasible alternative to 
provide additional potable water for St. Louis Park. 

The basic features of the system are as follows; 

o Three Mt. Simon/Hinckley wells would be required 
to provide the 3,400 gpm capacity requirement (1,200 
gpm continuous flow plus 2,200 gpm peaking capacity). 
Well construction requirements would be similar to 
the most recent city well. It has been assumed 
that two completely new wells would be constructed 
and that One existing, abandoned, well (SLP-7) 
would be drilled deeper to the Mt. Simon/Hinckley 
aquifer. Since drilling of very deep wells involves 
a number of unknowhs, this represents a minimum 
number of deep wells. 

o One of the new wells would be routed through the 
existing iron removal treatment system near SLP-15, 
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utilizing capacity which was formerly allocated to 
SLP-10 and -15. 

n--
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o Since the remaining wells would be used only for 

brief periods in the summer, it has been assumed 
that iron removal facilities would not be required .i '" 
for the additional wells. 

The total estimated capital cost for this alternative is 
$1,870,000. The estimated annual O&M cost is $122,000. 

Advantages of this system include: 

o No new water treatment facilities would be required. 

o Responsibility for operation lies entirely with 
city of St. Louis Park staff. 

o The cost to operate and maintain the system should 
be relatively stable, subject only to fluctuations 
in ledsor and electrical rates. 

o Water in the Mt. Simon/Hinckley is somewhat softer 
than water in the upper aquifers (but iron concen­
trations are similar). 

Disadvantages of this system include: 
f 

o Three new wells will have to be drilled through 
the confining layer between the Prairie du Chein-
Jordan aquifer and the Mt. Simoh/Hinckley aquifer. 
Regardless of the precautions taken in well instal­
lation, these new wells will represent potential 
long-term pathways for cross contamination between 

^ aquifers. 

o Construction of the new wells would probably hot 
be permitted until after extensive modeling of the 
lower aquifer. This modeling would be necessary 

~ to ensure that other wells in the aquifer would 
not be adversely affected by the new wells. 

o Even if this alternative were implemented, SLP-15 
would have to be started up and, potentially, treated 
as a part of the gradient control network now under 
evaluation by MPCA. The costs of starting up and 
operating SLP-15 are not included in the cost of 
this alternative. . 

FINANCIAL ANALYSIS OF ALTERNATIVES 

The following assumptions were.made to compare the costs of 
the alternatives. 
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o Capital costs will be amoritized at 7-7/8 percent 
^ over 20 years with zero assiiined salvage value. 
A. 

o No costs of using SLP-i5 for gradient control will 
be added to Alternatives 2 and 3. Such costs Would, 
however, be necessary to compensate for the gradient 
control benefits which are implicit with Alterna­
tive 1. 

Table 8-^1 presents a financial comparison of the three alterna­
tives. 

REFERENCES 

The material discussed in this section is presented in detail 
in Technical Memoranda L and 0/P. 
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Table 8-1 

WATER SUPPLY ALTERNATIVES 
SUMMARY OF COSTS 

Amoritized Annual Total 
Alter- Capital Capital O&M Annual 
native Cost Cost Cost Cost 

1 $ 761,000 $76,800 $152,100 $228,900 
to 275,000 to 302,500 

2'^' 250,000 25,200 833,000 858,200 

3 1,870,000 188,700 122,000 310,700 
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SELECTION OF WATER SUPPLY ALTERNATIVE FOR 
ST. LOUIS PARK 

INTRODUCTION 

Three viedjle water supply alternatives were idientified in 
Section 8: 

1.: Treat SLP-15 for potable supply and start up SLP-7 
and -9. 

2. Install interconnection with City of Minneapolis 
water distribution system. 

3. Install wells in Mt. Simon/Hinckley aquifer. 

Each alternative would restore St. Louis Park's potable water 
supply capacity to pre-1978 levels, when municipal wells 
were first shut down because of PAH contamination. Alterna­
tive 2 has excessive annual costs and was rejected for finan­
cial reasons. Alternative 1 is far less capital intensive 
than Alternative 3, but would be more expensive to operate 
each year. However, when both amoritized capital and annual 
O&M costs are considered. Alternative 1 is the most cost-
effective alternative, regardless of carbon consumption. 

LONG RANGE IJ^ACTS ON WATER SUPPLY 

Analysis of water supply alternatives has centered on re­
storing St. Louis Park's water supply capacity to 1978 
levels. Before making a final recommendation for implemen­
tation, however, it is appropriate to evaluate whether the 
most cost-effective alternative is compatible with future 
growth of the potable water supply system at St. Louis Park. 

If Alternative 1 is implemented, there are a number of options 
available for future increases in water supply capacity; 

o Install GAC systems at other wells (SLP-4, -5) 
which have been shut down. (At current levels of 
contamination, it is possible that SLP-4 could be 
started up with only the addition of an iron removal 
system equipped with ozonation.) 

o Install new Mt. Simon/Hinckley wells. 

o Tie gradient control wells (if free of PAH's) into 
potable supply system. 

It is concluded that Alternative 1 is compatible with future 
increases to the city's water supply capacity. 
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RECOMMENDATION FOR IMPLEMENTATION 

Alternative No. 1 - Treatment of SLP-15 for Potable Supply 
and Start Up SLP-7 and -9 - is recommended for implementa­
tion at St. Louis Park, Minnesota. 

In addition to being the most cost-effective alternative for 
restoration of water supply capacity to St. Louis Park, Alter­
native 1 provides additional benefits to MPCA's overall efforts 
at the Reilly Tar site: 

o Operation of SLP-15 will be an integral part of 
the gradient control network to be installed in 
St. Louis Park. Use of this well for potable water 
supply provides dual benefits. 

o MPCA has indicated that treatment of contaminated 
water from the gradient control system will be 
necessary to meet surface water discharge standards. 
A GAC system or other type of treatment system at 
SLP-15 could possibly be required even for surface 
water discharge. Installation of the system to 
provide a potable, water supply for St. Louis Park 
is highly practical because the treated water will 
be beneficially used rather than discharged to 
surface waters. 

f CONCEPTUAL DESIGN- OF SELECTED ALTERNATIVE 
V 

Flowsheet 

Figure 9-1 is a preIdjtiinary' flowsheet for a GAC treatment 
system at SLP-15. Basic features of the system shown are: 

o Design flow rate of 1,200 gpm 

o Three adsorption columns 

o Minicolumns for testing alternative carbons for 
future carbon replacement 

o . Backwash provided by the combined flow of SLP-11 
and -15 

o Pipe from SLP-10 to the new system to serve as a 
backup water supply 

Site Plan 

Figure 9-2 presents a preliminary site plan for a full-scale 
GAC treatment system. The system has been located adjacent 
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to the existing pump station which houses SLP-11 and -15. 
Basic features of the system are as follows; 

o The carbon columns and carbon transfer tanks will 
be heat traced and insulated and will be located 
outside the existing pump station building. 

o A small building addition will be necessary to 
house the system valving manifold, system control 
panel, a:nd the wall mounted minicolumns. 

o . Carbon column backwash piping will be tied in with -
the existing sa;hd filter backwash system. 

o A new driveway will be necessary to provide access 
to the carbon transfer tank. 

REFERENCES 

The material discussed in this section is presented in detail 
in Technical Memoranda K and 0/P. 
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